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Noncompliance Letter

City of Plummer
880 C street FEB .1 2017

Plummer Idaho 83851

This letter is a follow up on a noncompliance report that the City of Plummer called in on
01/24/2017 for the actions on 01/11/17 for maximum daily limit of Ammonia and E-coli.

The City of Plummer Violated the maximum daily limits of Ammonia and E-coli due to the
weather conditions for the prior weeks following the samples. The Wastewater plant had airlines,
actuator valves, and Pumps freeze at night due to cold weather. This made it impossible for the air
cycles to operator and let the microorganisms properly do what they do.

The City turned the air cycle up so the down time is not as long hoping it doesn’t give it time to
freeze. We have a company coming to check the air dryer to prevent any moisture from entering the
airlines.
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 Ammonia and phosphorus were above the weekly average due to heavy rain and flow.
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